GENERAL NOTES

1. EXISTING CONDITIONS ABOVE CEILINGS AND WITHIN VERTICAL CHASES ARE

)

AS REQUIRED. NOTIFY ENGINEER AND ARCHITECT IF EXISTING PIPING,
DUCTWORK, OR EQUIPMENT TO REMAIN CONFLICTS WITH THE NEW DESIGN.
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2" SANITARY UP TO URINAL.

4” SANITARY AND 2" VENT UP.

2" CW, 1” HW, AND 3/4" HWC UP.
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CONNECT NEW 4” SANITARY, 2" VENT, 2" CW, 1" HW, AND 3/4" HWC TO

EXISTING 4" SANITARY, 2" VENT, 2" CW, 1”7 HW, AND 3/4” HWC.
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CONNECT NEW 4” STORM, 4” SANITARY, 2 1/2” VENT, 1 1/2” CW, 1" HW, AND

!
3/4” HWC TO EXISTING 4" STORM, 4” SANITARY, 2 1/2” VENT, 1 1/2” CW,

one and one half inches
”
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4” STORM, 4" SANITARY, 2 1/2” VENT, 2" CW, 1 1/4” HW, AND 3/4" HWC

DOWN.

NOT FULLY KNOWN. FIELD VERIFY ACTUAL CONDITIONS AND ADJUST WORK
] 2. DURING CONSTRUCTION NO CEILING TILES IN PUBLIC AREAS CAN BE LEFT
olle , 1 OPEN OVERNIGHT.
| [ ] F 3. COORDINATE SCHEDULING OF ALL WORK REQUIRED OUTSIDE THE RENOVATION
- = T T 2 | L AREA INCLUDING FLOORS ABOVE AND BELOW THE RENOVATION AREA WITH
— I ] — ; ] e SAN HENSESINS COTR. SPACES ADJACENT TO THE RENOVATION WILL REMAIN OPERATIONAL
=T | - = 1 < S DURING CONSTRUCTION.
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o | | il g i | i | 5 | =5 L (1) CONNECT NEW 2" SANITARY TO EXISTING 4” SANITARY STACK. FIELD VERIFY
s g g i £ oLl = @ 7 EXACT LOCATION PRIOR TO INSTALLATION.
I _ i - - = 2" SANITARY UP TO SINK.
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5 | No! - —1] \/ (3 CONNECT NEW 2" SANITARY TO EXISTING 4" SANITARY.
C -
2 \ ﬁj (® 2 SANITARY UP TO LAVATORY.
< ﬁ‘) ————— nilim r— T I_' | (5) 2" SANITARY UP TO ELECTRIC WATER COOLER.
- — i
_ e £ S 3+ 2 D @[ * SN > (6) 4" SANITARY & 2" VENT UP AT WATER CLOSET.
< TTn\ bo = /—@@ — ] T () 2" SANITARY UP TO FLOOR DRAIN.
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2 I (- 5 /i,, ]—FSAN:I 4” STORM, 4” SANITARY, 2 1/2" VENT, 2" CW, 1 1/4” HW, AND 3/4” HWC UP.
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5 - E I (9) CONNECT NEW 4” STORM AND 2" VENT TO EXISTING 4” STORM AND 2” VENT.
I | - - - 9 9 ” ”» )
| = : B == CONNECT NEW 4” SANITARY, 2" CW, 1 1/4" HW, AND 3/4” HWC TO EXISTING 4
———_— __°C ( \/ 5 SANITARY, 2" CW, 1 1/4” HW, AND 3/4" HWC.
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1" HW, AND 3/4” HWC.
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4” SANITARY, 4” VENT, 2” CW, 1” HW, AND 3/4" HWC DOWN.

CONNECT NEW 1 1/2” CW, 17 HW, AND 3/4" HWC TO EXISTING 1 1/2" CW,
1" HW, AND 3/4” HWC.

CONNECT NEW 4” SANITARY AND 2" VENT TO EXISTING 4" SANITARY AND 2"
VENT.
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0] 1.1/4” CW, 1 1/4” HW, 3/4” HWC, AND 1 1/2” VENT UP.

SEE SHEET P1.2 FOR CONTINUATION.
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CONNECT NEW 1 1/4” CW, 1 1/4” HW, 3/4” HWC, AND 1 1/2" VENT TO EXISTING
11/4” CW, 1 1/4” HW, 3/4” HWC, AND 1 1/2” VENT.

SEE WASTE & VENT RISER DIAGRAM #1 AND DOMESTIC WATER RISER DIAGRAM #2
ON SHEET P2.1.
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SEE WASTE & VENT RISER DIAGRAM #3 AND DOMESTIC WATER RISER DIAGRAM
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+— EXIST. 2" g #4 ON SHEET P2.1.
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